State Water Resources Control Board

N’ Division of Drinking Water
Lead and Copper Tap Sample Results Reporting Form

Water Boards

A hTE e e e =" This form must be submitted by the public water system to the regulating entity
TERHONAL mATER GUACTY BauyIOL BOAERS (DDW District Office or County Agency) for each round of lead and copper sampling

Report Date:
(mm/dd/yyyy) 09/14/2016

Water System Name: |El Tejon Middle School
Water System Number: | 1502074
Water System Type: | [_] Community Non-Transient, Non Community
Monitoring Frequency: 6-month Annual Triennial
# of Samples Required: {10

# of Samples Reported: {10

Lead:
Action Level = 0,015 mg/L 0.011

Copper:
Action Level = 1.3 mg/L 0.150

Result
Tier

S;r:;le Sample Site Location/Address 1,o f, R3, (::/dl_) ((::1273
01 |7/28/2026 Jr. High Boys Bathroom Sink / 4337 Lebec Rd. 0.002 0.003
02 |7/28/2026 Room MS-2 Sink / Same as above ND 0.120
03 |7/28/2026 Room 21 Sink / Same as above 0.002 0.006
04 |7/28/2026 Office Hall Sink / Same as above 0.004 0.080
05 |7/28/2026 Room 4 Sink / Same as above ND 0.150
06 |7/28/2026 Little Boy's Bathroom Sink / Same as above 0.004 0.003
07 |7/28/2026 Room 11 Sink / Same as above 0.011 0.002
08 |7/28/2026 Lounge Sink / Same as above 0.170 0.019
09 |7/28/2026 MS Hall Sink / Same as above : 0.002 0.190
10 |7/28/2026 Old DO Kitchen Sink / Same as above ND 0.007
11
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17
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Division of Drinking Water
Lead and Copper Tap Sample Results Reporting Form

Sampling Site Change

Each round of sampling should be conducted at the same sampling sites. If an original sampling site is not available, you
should collect a tap sample from another site meeting the same Tier criteria as the original site.

You must complete/submit the Lead and Copper Tap Sampling Site Change form.

Notification of Results

As required by 40 Code of Federal Regulations Section 141.85(d), within 30 days of learning of the tap monitoring results,
I'notified the participants, by mailing or by another method approved by the State, of the lead sample results from their
individual taps, provided an explanation of the health effects of lead, listed steps the consumer could take to reduce
exposure to lead, provided contact information for the water utility, the maximum contaminant level goal for lead,
action level for lead, and any definitions.

q ))g)zb [ Direct Mail
Notification was done on by [Y Posting in public area (NTNC systems only)
! (date) Other (please specify below)
Mot Websife |

el-T\on, K1Z ca. us/ima) ;denwt«céy\—ﬁogmtlcg;

For general information on lead and copper tap sampling, you can refer to the SWRCB Lead and Copper Tap Sample
Results Guidance Document. If you have any questions or comments, please contact your regulating entity (Division of
Drinking Water District or County Agency).

SIGNATURE: ﬂ« M, MQZ/ DATE: W /15)%

NAME (Print): {L% A 1;7_9\{/\)\6 TITLE: N\an\’%evl\ccs/\c@/w% c]f Z8
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Lead: If present, elevated levels of lead can cause serious health
problems, especially for pregnant women and young children. Lead in
drinking water is primarily from materials and components associated
with service lines and home plumbing. (Water System) is responsible
for providing high quality drinking water, but cannot control the variety
of materials used in plumbing components. When your water has been
sitting for several hours, you can minimize the potential for lead
exposure by flushing your tap for 30 seconds to 2 minutes before using
water for drinking or cooking. Ifyou are concerned about lead in your
water, you may wish to have your water tested. Information on lead in
drinking water, testing methods, and steps you can take to minimize
exposure is available from the Safe Drinking Water Hotline (1-800-426-
4701) or at http://www.epa.gov/lead.







